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J3

CON2
1
2

U1

SOLA SDN 2.5-24-100

1

2

3

4
5

AC In L

AC GND

+24VDC

24VDC GND
AC In N

JR4
ITT CANNON 192922-1260

A B C

D

EFG

H

TBK1

ZL-CM20

1B
2B
3B
4B
5B
6B
7B
8B
9B

10B
11B
12B
13B
14B
15B
16B
17B
18B

1A
2A
3A
4A
5A
6A
7A
8A
9A
10A
11A
12A
13A
14A
15A
16A
17A
18A

JP3
ITT CANNON 192922-1200
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D

E F G

H

JP4
ITT CANNON 192922-1200
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D
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IM1

D2-16ND3

A0
A1
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1/4 AMP
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3A
4A
5A
6A
7A
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15A
16A
17A
18A
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SOLA SDN 2.5-24-100

1

2

3

4
5

AC In L

AC GND

+24VDC

24VDC GND
AC In N

U1

CORCOM

AC Out N

AC Out L

AC GND
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1/4 AMP

F3
1/4 AMP
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A5
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B3
B4
B5
B6
B7
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Y3
Y4
Y5
Y6
Y7
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F4
1/4 AMP


